
PSA-3.1

PSA-3.2
PSA-4.1

PSA-4.2

PSA-4.3

PSA-5.1

PSA-5.2

PSA-5.3

PSA-5.4

PSA-5.5

PSA-2.1

D

N

 

1

7

 

B

-

 

S

t

r

.

 

C

a

l

i

s

t

r

a

t

 

H

o

g

a

s

PSA-6.1

PSA-7.1

AR
AR

AR

2
0
,0

0
 m

38,50 m

A
R

A
R

A
R

A
R

A
R

A
R

A
R

AR2,00 m

20,00 m

20,00 m

2
0
,0

0
 m

A
R

A
R

A
R

A
R

± 0.00=+647.78

± 0.00=646.75

CTN=647.40 m

CTA=±0.00=647.78

Zid de sprijin din b.a.

A
R

A
R

AR

A
R

A
R

Ad

CV-REZ
Statie:0+000.00
Cota Teren:647.78

2
5
,0

0
 m

18,00 m

2,00 m

CV PUT 01

Qp=6.85 mc/h
Hp= 135.00 mCA
Pi=8.50 kW
CTN=644.79 m
CTA=±0.00=646.75 m

 mm PN 20,
  L= 20.00 m
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04-Subtraversare DC - Dg
Executie - Foraj orizontal
Protectie - Teava OL DN 2

05-Subtraversare DC - Dg

Distributie TR10

Dg

08 - Subtraversare DN -
Executie - Foraj orizontal
Teava PEID DN 110x6.6 mm
Protectie - OL DN 250x3.6 mm, L= 15.00 m

01 - Supratraversare  rau Bistrita - L= 67.00 m
- Teava OL Zn DN 100x4 mm
- 4x Cot OL Zn 45° DN 100 mm
- 2xAdaptor Flansa De 110 mm
- 4xFlanse OL PN 16 DN 100 mm
- Protectie: cochilie din vata minerala bazaltica Ø140 mm cu g=50 mm
Protectie a izolatiei din tabla Zn g=0.5 mm
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CV PUT 02

Qp=6.85 mc/h
Hp= 125.00 mCA
Pi=8.50 kW
CTN=658.10 m
CTA=±0.00=660.10 m
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DESENAT

SEF PROIECT

SCARA
PROIECTAT

DENUMIREA PROIECTULUI:

VERIFICATOR

NUME SEMNATURA

CERINTA

BENEFICIAR: Comuna Farcasa, judetul Neamt

2019

DATA

VERIFICAT

S.C. AQUA PROJECT S.R.L.
Str. Petru Rares, nr. 63, bl.A4, Ap. 9,
Piatra Neamt, judetul Neamt
Tel/Fax : 0233/624426
C.U.I. J27/580/2010
C.I.F.  RO-27559846

PROIECT

Nr.

 7275/2019

REFERAT  / EXPERTIZA

DATA

                       AMPLASAMENT: comuna Farcasa, localitatile Farcasa,

                       Frumosu, Popesti, Busmei

"INFIINTARE SISTEM DE ALIMENTARE CU APA SI EXTINDERE RETEA DE CANALIZARE IN SATELE
FRUMOSU, POPESTI, FARCASA SI BUSMEI, COMUNA FARCASA, JUDETUL NEAMT"

FAZA

P.Th.+D.D.E.

OBIECT NR.1 - "INFIINTARE SISTEM DE ALIMENTARE CU APA IN SATELE FRUMOSU, POPESTI,
FARCASA SI BUSMEI, COMUNA FARCASA, JUDETUL NEAMT"

ing. Marius BUSCU C-TIN

ing. Tudor ALCAZ

ing. Ciurlic Iulian

ing. Marius BUSCU C-TIN

LEGENDA SCHEMA PLANSE :

PSA-2.1 - Aductiune 02

PSA-3.1÷ PSA 3.2 - Aductiune 01 si Distributie Tronson 01

PSA-4.1÷PSA 4.3 -  Distributie Tronson 02, Tronson 03 Tronson 04 si Tronson 05

PSA-5.1÷PSA 5.5 -  Distributie Tronson 06, Tronson 09 si Tronson 10

PSA-6.1 -  Distributie Tronson 07

SCHEMA PLANSE

PSA-2.0

PSA-7.1 -  Distributie Tronson 08
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